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system malfunctions in calculations 
and report any such periods in your an-
nual deviation report; 

(B) Any data collected during periods 
when the monitoring system is out of 
control as specified in your site-spe-
cific monitoring plan, repairs associ-
ated with periods when the monitoring 
system is out of control, or required 
monitoring system quality assurance 
or control activities conducted during 
out of control periods in calculations 
used to report emissions or operating 
levels and report any such periods in 
your annual deviation report; 

(C) Any data recorded during periods 
of startup or shutdown. 

(ii) You must record and make avail-
able upon request results of HAP met-
als CEMS system performance audits, 
dates and duration of periods when the 
HAP metals CEMS is out of control to 
completion of the corrective actions 
necessary to return the HAP metals 
CEMS to operation consistent with 
your site-specific performance evalua-
tion and quality control program plan. 

(k) If you demonstrate compliance 
with the HCl and HF emission limits 
for a liquid oil-fired EGU by con-
ducting quarterly testing, you must 
also develop a site-specific monitoring 
plan as provided for in 
§ 63.10000(c)(2)(iii) and Table 7 to this 
subpart. 

[77 FR 9464, Feb. 16, 2012, as amended at 77 
FR 23404, Apr. 19, 2012; 78 FR 24086, Apr. 24, 
2013] 

§ 63.10011 How do I demonstrate ini-
tial compliance with the emissions 
limits and work practice standards? 

(a) You must demonstrate initial 
compliance with each emissions limit 
that applies to you by conducting per-
formance testing. 

(b) If you are subject to an operating 
limit in Table 4 to this subpart, you 
demonstrate initial compliance with 
HAP metals or filterable PM emission 
limit(s) through performance stack 
tests and you elect to use a PM CPMS 
to demonstrate continuous perform-
ance, or if, for a liquid oil-fired unit, 
and you use quarterly stack testing for 
HCl and HF plus site-specific param-
eter monitoring to demonstrate contin-
uous performance, you must also estab-
lish a site-specific operating limit, in 

accordance with Table 4 to this sub-
part, § 63.10007, and Table 6 to this sub-
part. You may use only the parametric 
data recorded during successful per-
formance tests (i.e., tests that dem-
onstrate compliance with the applica-
ble emissions limits) to establish an 
operating limit. 

(c)(1) If you use CEMS or sorbent 
trap monitoring systems to measure a 
HAP (e.g., Hg or HCl) directly, the first 
30-boiler operating day (or, if alternate 
emissions averaging is used for Hg, the 
90-boiler operating day) rolling average 
emission rate obtained with certified 
CEMS after the applicable date in 
§ 63.9984 (or, if applicable, prior to that 
date, as described in § 63.10005(b)(2)), ex-
pressed in units of the standard, is the 
initial performance test. Initial com-
pliance is demonstrated if the results 
of the performance test meet the appli-
cable emission limit in Table 1 or 2 to 
this subpart. 

(2) For a unit that uses a CEMS to 
measure SO2 or PM emissions for ini-
tial compliance, the first 30 boiler op-
erating day average emission rate ob-
tained with certified CEMS after the 
applicable date in § 63.9984 (or, if appli-
cable, prior to that date, as described 
in § 63.10005(b)(2)), expressed in units of 
the standard, is the initial performance 
test. Initial compliance is dem-
onstrated if the results of the perform-
ance test meet the applicable SO2 or 
filterable PM emission limit in Table 1 
or 2 to this subpart. 

(d) For candidate LEE units, use the 
results of the performance testing de-
scribed in § 63.10005(h) to determine ini-
tial compliance with the applicable 
emission limit(s) in Table 1 or 2 to this 
subpart and to determine whether the 
unit qualifies for LEE status. 

(e) You must submit a Notification of 
Compliance Status containing the re-
sults of the initial compliance dem-
onstration, according to § 63.10030(e). 

(f)(1) You must determine the fuel 
whose combustion produces the least 
uncontrolled emissions, i.e., the clean-
est fuel, either natural gas or distillate 
oil, that is available on site or acces-
sible nearby for use during periods of 
startup or shutdown. 
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(2) Your cleanest fuel, either natural 
gas or distillate oil, for use during peri-
ods of startup or shutdown determina-
tion may take safety considerations 
into account. 

(g) You must follow the startup or 
shutdown requirements given in Table 
3 for each coal-fired, liquid oil-fired, 
and solid oil-derived fuel-fired EGU. 

[77 FR 9464, Feb. 16, 2012, as amended at 77 
FR 23404, Apr. 19, 2012] 

CONTINUOUS COMPLIANCE REQUIREMENTS 

§ 63.10020 How do I monitor and col-
lect data to demonstrate continuous 
compliance? 

(a) You must monitor and collect 
data according to this section and the 
site-specific monitoring plan required 
by § 63.10000(d). 

(b) You must operate the monitoring 
system and collect data at all required 
intervals at all times that the affected 
EGU is operating, except for periods of 
monitoring system malfunctions or 
out-of-control periods (see § 63.8(c)(7) of 
this part), and required monitoring 
system quality assurance or quality 
control activities, including, as appli-
cable, calibration checks and required 
zero and span adjustments. You are re-
quired to affect monitoring system re-
pairs in response to monitoring system 
malfunctions and to return the moni-
toring system to operation as expedi-
tiously as practicable. 

(c) You may not use data recorded 
during EGU startup or shutdown or 
monitoring system malfunctions or 
monitoring system out-of-control peri-
ods, repairs associated with monitoring 
system malfunctions or monitoring 
system out-of-control periods, or re-
quired monitoring system quality as-
surance or control activities in cal-
culations used to report emissions or 
operating levels. You must use all the 
data collected during all other periods 
in assessing the operation of the con-

trol device and associated control sys-
tem. 

(d) Except for periods of monitoring 
system malfunctions or monitoring 
system out-of-control periods, repairs 
associated with monitoring system 
malfunctions or monitoring system 
out-of-control periods, and required 
monitoring system quality assurance 
or quality control activities including, 
as applicable, calibration checks and 
required zero and span adjustments), 
failure to collect required data is a de-
viation from the monitoring require-
ments. 

[77 FR 9464, Feb. 16, 2012, as amended at 77 
FR 23404, Apr. 19, 2012] 

§ 63.10021 How do I demonstrate con-
tinuous compliance with the emis-
sion limitations, operating limits, 
and work practice standards? 

(a) You must demonstrate contin-
uous compliance with each emissions 
limit, operating limit, and work prac-
tice standard in Tables 1 through 4 to 
this subpart that applies to you, ac-
cording to the monitoring specified in 
Tables 6 and 7 to this subpart and para-
graphs (b) through (g) of this section. 

(b) Except as otherwise provided in 
§ 63.10020(c), if you use a CEMS to meas-
ure SO2, PM, HCl, HF, or Hg emissions, 
or using a sorbent trap monitoring sys-
tem to measure Hg emissions, you 
must demonstrate continuous compli-
ance by using all quality-assured hour-
ly data recorded by the CEMS (or sor-
bent trap monitoring system) and the 
other required monitoring systems 
(e.g., flow rate, CO2, O2, or moisture 
systems) to calculate the arithmetic 
average emissions rate in units of the 
standard on a continuous 30-boiler op-
erating day (or, if alternate emissions 
averaging is used for Hg, 90-boiler oper-
ating day) rolling average basis, up-
dated at the end of each new boiler op-
erating day. Use Equation 8 to deter-
mine the 30- (or, if applicable, 90-) boil-
er operating day rolling average. 
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